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NOTICE OF OUTAGE OF EQUIPMENT
ARTICLE XXI - SECTION 2108.1

1. Uss Reference Number: 13-0101
ACHD Reference Number: 15

2. Date & Time of Breakdown: Date: D5/716/1°7 1050 hours

1l Corporation - USS Clairton Works

3, Company Name: U.5.

4, Specific Equipment Involved or Affected: Sulfur Plant

5. BAPC Permit Mumber (if applicable)}:

6. Leocation: Clairton, PA
Nature and cause of breakdown: A power loss occourred while
rerforming QLV«LLLL re electrical hreaker work at the 3ulfur
Plant. The breaker for the 0658 Axi during closing and

the uwlLLl Plant went off line. As a f%ﬁiit, the 40 graln H2S3
limit at the Sulfur Plant ws ded .
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8. Identification of Emissions:

Al Type {z) {(CO, NOX, 80,, Particulates, Hydrocarbons, eta.}
Elevated HZS in the down river gas line system, causing
inocreased 8072 at polnts of combustion.

B, Toxic gualities of each btype {including its gualities as an
irritant, and its potential for causing illness, disability,
or mortality). SO is an eye, nosa, and throat irzritant.

. Bmount of each type emitted {or likely to be emitted).
Light to dModerate

g, Measures taken {or to be taken} to nminimize length of breakdown
and amcount of emissions, including shutdown or curtailment {or
why it is lmpOESlbl& oxr impractical to do so)

Sulfur Plant starbtup procedure was initiated and the plant
brought back on line.

1530 hours

10. Facility back in operation ~ Date: U5/16;

% 1 M. [Davis
Senior BEnvironmental Control Phons: 412-333-101°
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